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CONSTRUCTION PLAN NOTES

1. REFER TO GENERAL CONDITIONS, SPECIFICATIONS AND SCHEDULES FOR ALL WORK.

2. DRAWINGS LISTED UNDER 'DRAWING INDEX' ON G0.1 MUST BE READ IN
CONJUNCTION WITH THIS DRAWING FOR COMPLETE INFORMATION.

3. CONFIRM WITH ARCHITECT THAT THESE DRAWINGS ARE THE MOST CURRENT ISSUE
BEFORE BEGINNING LAYOUT AND CONSTRUCTION.

4. CONTRACTOR MUST GIVE ARCHITECT (4) WORKING DAYS NOTICE TO REVIEW
PARTITIONS, FLOOR OUTLETS AND FURNITURE PANEL SYSTEM LAYOUT AT 'CHALK
LINE' STAGE. TRACK AND STUD WORK SHALL NOT BEGIN BEFORE ARCHITECT HAS
REVIEWED ENTIRE LAYOUT

5. FOR DOOR AND HARDWARE INFORMATION REFER TO SHEET A13.3

6. RATED PARTITIONS TO BE CONTINUOUS OVER DOOR OPENINGS.

7. INTERIOR DETAILS ARE KEYED TO THE PLANS AT TYPICAL LOCATIONS. THE DETAILS
APPLY TO ALL LOCATIONS THAT ARE NOT KEYED $ IN AN AREA OF THE SAME
CONSTRUCTION AND SCOPE OF WORK. THE CONTRACTOR AND SUBCONTRACTORS
ARE RESPONSIBLE TO COORDINATE THE LOCATION OF ALL TYPICAL DETAILS AND
INSTALL THE WORK INDICATED. IF DISCREPANCIES EXIST OR QUALIFICATION IS
REQUIRED THE CONTRACTOR IS TO NOTIFY THE ARCHITECT TO OBTAIN
CLARIFICATION.

8. ALL VERTICAL AND HORIZONTAL DUCTS, PIPE, CONDUIT, ETC. (WHETHER SHOWN OR
NOT) IN FINISHED ROOMS SHALL BE FURRED IN AND FINISHED TO MATCH ADJACENT
FINISHED SURFACES AND ANY REQUIRED WALL OR CEILING RATINGS.

PARTITION PLAN LEGEND

DOOR OPENING SHALL BE 6" FROM CORNER
UNLESS OTHERWISE NOTED

WALL TYPES LEGEND

G6F
GENERAL NON$RATED
FULL HEIGHT PARTITION
(SEE DETAIL ON 13.2)

1G6

2G6

1$HOUR FIRE RATED PARTITION

2$HOUR FIRE RATED PARTITION

(SEE DETAIL ON 13.2)

1G6A
1$HOUR FIRE RATED
ACOUSTIC PARTITION
(SEE DETAIL ON 13.2)

(SEE DETAIL ON 13.2)

2G6A
2$HOUR FIRE RATED
ACOUSTIC PARTITION
(SEE DETAIL ON 13.2)

2S6
2$HOUR FIRE RATED SHAFT
(SEE DETAIL ON 13.2)

2M8
2$HOUR FIRE RATED CMU WALL

2MG
2$HOUR FIRE RATED CMU WALL WITH
GWB & INSULATION
(SEE DETAIL ON 13.2)

(SEE DETAIL ON 13.2)

M8
8" CMU WALL NON$RATED

(SEE DETAIL ON 13.2)

MG
8" CMU WALL NON$RATED INSULATED WITH
METAL STUDS & GWB BY TENANT

(SEE DETAIL ON 13.2)

3M8
3 HOUR FIRE RATED 8" CMU

(SEE DETAIL ON 13.2)

2S6G
2$HOUR FIRE RATED SHAFT
(SEE DETAIL ON 13.2)

G6A
ACOUSTICAL NON$RATED
FULL HEIGHT PARTITION
(SEE DETAIL ON 13.2)

G6
NON$RATED
FULL HEIGHT PARTITION
(SEE DETAIL ON 13.2)

2SC
2$HR U.L. FIRE RATED SHAFT CEILING
U.L. DESIGNATION # U438
(SEE DETAIL ON 13.2)

LEGEND

HATCH INDICATES EXTENT
OF WATERPROOFING
SYSTEM &  CONCRETE
TOPPING SLAB
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CONSTRUCTION PLAN NOTES

1. REFER TO GENERAL CONDITIONS, SPECIFICATIONS AND SCHEDULES FOR ALL WORK.

2. DRAWINGS LISTED UNDER 'DRAWING INDEX' ON G0.1 MUST BE READ IN
CONJUNCTION WITH THIS DRAWING FOR COMPLETE INFORMATION.

3. CONFIRM WITH ARCHITECT THAT THESE DRAWINGS ARE THE MOST CURRENT ISSUE
BEFORE BEGINNING LAYOUT AND CONSTRUCTION.

4. CONTRACTOR MUST GIVE ARCHITECT (4) WORKING DAYS NOTICE TO REVIEW
PARTITIONS, FLOOR OUTLETS AND FURNITURE PANEL SYSTEM LAYOUT AT 'CHALK
LINE' STAGE. TRACK AND STUD WORK SHALL NOT BEGIN BEFORE ARCHITECT HAS
REVIEWED ENTIRE LAYOUT

5. FOR DOOR AND HARDWARE INFORMATION REFER TO SHEET A13.3

6. RATED PARTITIONS TO BE CONTINUOUS OVER DOOR OPENINGS.

7. INTERIOR DETAILS ARE KEYED TO THE PLANS AT TYPICAL LOCATIONS. THE DETAILS
APPLY TO ALL LOCATIONS THAT ARE NOT KEYED � IN AN AREA OF THE SAME
CONSTRUCTION AND SCOPE OF WORK. THE CONTRACTOR AND SUBCONTRACTORS
ARE RESPONSIBLE TO COORDINATE THE LOCATION OF ALL TYPICAL DETAILS AND
INSTALL THE WORK INDICATED. IF DISCREPANCIES EXIST OR QUALIFICATION IS
REQUIRED THE CONTRACTOR IS TO NOTIFY THE ARCHITECT TO OBTAIN
CLARIFICATION.

8. ALL VERTICAL AND HORIZONTAL DUCTS, PIPE, CONDUIT, ETC. (WHETHER SHOWN OR
NOT) IN FINISHED ROOMS SHALL BE FURRED IN AND FINISHED TO MATCH ADJACENT
FINISHED SURFACES AND ANY REQUIRED WALL OR CEILING RATINGS.

PARTITION PLAN LEGEND

DOOR OPENING SHALL BE 6" FROM CORNER
UNLESS OTHERWISE NOTED

WALL TYPES LEGEND

G6F
GENERAL NON�RATED
FULL HEIGHT PARTITION
(SEE DETAIL ON 13.2)

1G6

2G6

1�HOUR FIRE RATED PARTITION

2�HOUR FIRE RATED PARTITION

(SEE DETAIL ON 13.2)

1G6A
1�HOUR FIRE RATED
ACOUSTIC PARTITION
(SEE DETAIL ON 13.2)

(SEE DETAIL ON 13.2)

2G6A
2�HOUR FIRE RATED
ACOUSTIC PARTITION
(SEE DETAIL ON 13.2)

2S6
2�HOUR FIRE RATED SHAFT
(SEE DETAIL ON 13.2)

2M8
2�HOUR FIRE RATED CMU WALL

2MG
2�HOUR FIRE RATED CMU WALL WITH
GWB & INSULATION
(SEE DETAIL ON 13.2)

(SEE DETAIL ON 13.2)

M8
8" CMU WALL NON�RATED

(SEE DETAIL ON 13.2)

MG
8" CMU WALL NON�RATED INSULATED WITH
METAL STUDS & GWB BY TENANT

(SEE DETAIL ON 13.2)

3M8
3 HOUR FIRE RATED 8" CMU

(SEE DETAIL ON 13.2)

2S6G
2�HOUR FIRE RATED SHAFT
(SEE DETAIL ON 13.2)

G6A
ACOUSTICAL NON�RATED
FULL HEIGHT PARTITION
(SEE DETAIL ON 13.2)

G6
NON�RATED
FULL HEIGHT PARTITION
(SEE DETAIL ON 13.2)

2SC
2�HR U.L. FIRE RATED SHAFT CEILING
U.L. DESIGNATION # U438
(SEE DETAIL ON 13.2)
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CONSTRUCTION PLAN NOTES

1. REFER TO GENERAL CONDITIONS, SPECIFICATIONS AND SCHEDULES FOR ALL WORK.

2. DRAWINGS LISTED UNDER 'DRAWING INDEX' ON G0.1 MUST BE READ IN
CONJUNCTION WITH THIS DRAWING FOR COMPLETE INFORMATION.

3. CONFIRM WITH ARCHITECT THAT THESE DRAWINGS ARE THE MOST CURRENT ISSUE
BEFORE BEGINNING LAYOUT AND CONSTRUCTION.

4. CONTRACTOR MUST GIVE ARCHITECT (4) WORKING DAYS NOTICE TO REVIEW
PARTITIONS, FLOOR OUTLETS AND FURNITURE PANEL SYSTEM LAYOUT AT 'CHALK
LINE' STAGE. TRACK AND STUD WORK SHALL NOT BEGIN BEFORE ARCHITECT HAS
REVIEWED ENTIRE LAYOUT

5. FOR DOOR AND HARDWARE INFORMATION REFER TO SHEET A13.3

6. RATED PARTITIONS TO BE CONTINUOUS OVER DOOR OPENINGS.

7. INTERIOR DETAILS ARE KEYED TO THE PLANS AT TYPICAL LOCATIONS. THE DETAILS
APPLY TO ALL LOCATIONS THAT ARE NOT KEYED � IN AN AREA OF THE SAME
CONSTRUCTION AND SCOPE OF WORK. THE CONTRACTOR AND SUBCONTRACTORS
ARE RESPONSIBLE TO COORDINATE THE LOCATION OF ALL TYPICAL DETAILS AND
INSTALL THE WORK INDICATED. IF DISCREPANCIES EXIST OR QUALIFICATION IS
REQUIRED THE CONTRACTOR IS TO NOTIFY THE ARCHITECT TO OBTAIN
CLARIFICATION.

8. ALL VERTICAL AND HORIZONTAL DUCTS, PIPE, CONDUIT, ETC. (WHETHER SHOWN OR
NOT) IN FINISHED ROOMS SHALL BE FURRED IN AND FINISHED TO MATCH ADJACENT
FINISHED SURFACES AND ANY REQUIRED WALL OR CEILING RATINGS.

PARTITION PLAN LEGEND

DOOR OPENING SHALL BE 6" FROM CORNER
UNLESS OTHERWISE NOTED

WALL TYPES LEGEND

G6F
GENERAL NON�RATED
FULL HEIGHT PARTITION
(SEE DETAIL ON 13.2)

1G6

2G6

1�HOUR FIRE RATED PARTITION

2�HOUR FIRE RATED PARTITION

(SEE DETAIL ON 13.2)

1G6A
1�HOUR FIRE RATED
ACOUSTIC PARTITION
(SEE DETAIL ON 13.2)

(SEE DETAIL ON 13.2)

2G6A
2�HOUR FIRE RATED
ACOUSTIC PARTITION
(SEE DETAIL ON 13.2)

2S6
2�HOUR FIRE RATED SHAFT
(SEE DETAIL ON 13.2)

2M8
2�HOUR FIRE RATED CMU WALL

2MG
2�HOUR FIRE RATED CMU WALL WITH
GWB & INSULATION
(SEE DETAIL ON 13.2)

(SEE DETAIL ON 13.2)

M8
8" CMU WALL NON�RATED

(SEE DETAIL ON 13.2)

MG
8" CMU WALL NON�RATED INSULATED WITH
METAL STUDS & GWB BY TENANT

(SEE DETAIL ON 13.2)

3M8
3 HOUR FIRE RATED 8" CMU

(SEE DETAIL ON 13.2)

2S6G
2�HOUR FIRE RATED SHAFT
(SEE DETAIL ON 13.2)

G6A
ACOUSTICAL NON�RATED
FULL HEIGHT PARTITION
(SEE DETAIL ON 13.2)

G6
NON�RATED
FULL HEIGHT PARTITION
(SEE DETAIL ON 13.2)

2SC
2�HR U.L. FIRE RATED SHAFT CEILING
U.L. DESIGNATION # U438
(SEE DETAIL ON 13.2)
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PLYWOOD ON 6" MTL. STUD PARTITION
w/ BATT INSULATION & VAPOR BARRIER
AT FUTURE TENANT STOREFRONT
LOCATIONS. TAPE, CAULK
PERIMETERS, PAINT WHITE TYP.

EL. 14'
0"

EL.

13'
2 1/2"

EL. 14'
0"

EL. 14'
0"

EL. 14'
0"

R
A

M
P

 U
P

 T
O

 P
1

 UP

A
S

S
E

M
B

LY
 S

Q
U

A
R

E
 D

R
IV

E

C STREET

EL. 13'
2 1/2"

D STREET

M
A

IN
 S

TR
E

E
T

SEE
NOTE
A

UP

UP

EL. 13'
10"

EL. 14'
0"EL. 14'
0"

EL. 14'
0"

EL.

13'
9 1/2"

EL. 14'
0"

EL.

18'
0"

EL.

13'
2 1/2"

EL. 14'
0"

EL. 14'
0"
EL.

13'
8
1/2"

EL. 14'
0"

SLOPE (1:20)EL.

13'
2
1/2"

EL. 14'
0"

EL.

14'
0"

EL. 13.5'

EL 13'
11"

EL. 14'
0"

SLOPE
@ 1:20 EL. 14'
0"

EL.

13'
2
1/2"

BOLLARDS

PLYWOOD ON 6" MTL. STUD PARTITION
w/ BATT INSULATION & VAPOR BARRIER
AT FUTURE TENANT STOREFRONT.
LOCATIONS. TAPE, CAULK
PERIMETERS, PAINT WHITE TYP.

PLYWOOD ON 6" MTL. STUD PARTITION
w/ BATT INSULATION & VAPOR BARRIER
AT FUTURE TENANT STOREFRONT
LOCATIONS. TAPE, CAULK
PERIMETERS, PAINT WHITE TYP.

NOTE A:
PROVIDE SMOKE GUARD MODEL 600
INTEGRATED INTO FRAME AT EACH
LEVEL SERVED FOR ELEVATORS 1 & 5

EXP JT

RATED SHAFT
ABOVE

RATED SHAFT
ABOVE

2 HR FIRE
RATED
SHAFT ABOVE

CONCRETE
FOUNDATION
WALL

2
HR SHAFT
WALL CEILING

PUSH
BUTTON
PEDESTAL

PUSH BUTTON
PEDESTAL

FIRE
DEPARTMENT
CONNECTION

FIRE
DEPARTMENT
CONNECTION

EL. 14'
2 3/4"

EL.

13'
8 1/2"

EL.

13'
6 1/2"

EL.

13'
9 1/2"

SLOPE
DN @
1:20

DN

UP

EL. 14'
0"

6" W X 8" H
CONCRETE CURB

EL.

14'
0"

EL.

14'
0"

SLOPE
DN @
1:20

EL.

13'
8
1/2"

EL.

14'
0"

RECESSED KNOX BOX

CO2
FILLER

EL. 13'
10 1/2"

EL. 13'
9"

G6

G6

1G6A

G6A

2S6

2G6A

2G6A

2MG

M8

G6

G6

G6

G6

M8

MG6

G6

M8

G6F

G6F

2G6A

2G6A

2G6A

1G6A

3M8

1G6A

3M8

3M8

2G6

M8

G6F

G6F
G6F

G6F

G6F
2S6

2S6

G6F

MG6B

MG6

MG6B

2G62M8

G6F

G6F

2G6A

2G6

G6

2G6A

MG6
2G6

2G6A

2G6A
2G6A

2S6

2G6A

2G6

2S6

G6A

2G6

MG6

2G6A2G6

2G6

2G6

G6

2S6

2G6A

G6F

G6F

2M8

2G6A

3M8

1G6

1G6A
G6F

1G6A

G6

G6

G6

G6

S
LO

P
E

 T
O

 G
R

A
D

E
 (2

%
)

S
LO

P
E

 1
:1

2

SLOPE 1:12

MO

MO

1

A

A

B

B

C

C

D

D

F

F

G

G

H

H

I

I

J

J

K

K

L M

M

3

4

5

6

7

8

9

10

11

13

A3.22

A3.1

1

A3.2 1

A3.1

2

A8.8

1

A8.1

1

A8.6

1

3

A5.1

12

10.8

9.8

1

A4.1

1

A4.1

2

A4.1

2

A4.1

1

A5.6

2

A5.6

3

A5.5

2

A5.5

1

A5.3
1

A5.2

2

A5.2

2

1

A5.5

3

A5.4 2

A5.4

E

E

3

A5.3

1

A5.4

3

A4.2

3

A4.2

1

A5.7

2

A5.7

3

A5.7

1

A4.2

1

A4.2

D.6 E.4

G.4

K.8

3.4

H.5

A7.1

8

1

A5.1

100A

100B

100C

100D

102

145

118G

118H

ST2A

147

116C

127B

104A

105A

104B

106B

106A

107A

108A

107B

108B

109A

109B

110

111

114

115

117

127A

119A

121

126

ST6A

119B

118D

129A

129B

129C

130A

130B131

132B

132A 133A

133B

134

136

138

135

139A

101A

143

101B

116A 116B

A8.3

1

ST2B

139B

2

A4.2

F.E.

F.E.

F.E.

1.5

K.3

K.3

L.4

L.4

H.4

I.5H.8

9.9

4.1

13.1
13.1

A7.1

6

10

A6.4

11

A6.4

8.9

7

A6.4

SIM

1

A6.4

A7.1

6
SIM

12

A6.4

A8.11

1

A8.10

1

103

A8.5

2

A8.5

1

146

148

150

149

113

ST4A

118A

3

A5.9

1

A5.8

2

A5.8

2

A5.6

Sim

3

A5.5

Sim

3

A5.8

1

A5.9

A6.3

8 A6.3

9

D.1 F.1

2

A6.4

D.2

2

A6.4

2

A6.4

11' 
 0" 11' 
 0"

1

1

2

1A

A6.4

2

1

1

FUTURE PHASE
OF WORK

130C 130D

121A

121B

119C

105B

F.E.

SKA
030 CURTAINWALL
THICKNESS = 7 1/2"

12A

A6.4

2

SKA
039

12

SKA
039

7

A8.5

7

A8.5

SKA
052

2

1

SKA
057

SKA
057

3

CONSTRUCTION PLAN NOTES

1. REFER TO GENERAL CONDITIONS, SPECIFICATIONS AND SCHEDULES FOR ALL WORK.

2. DRAWINGS LISTED UNDER 'DRAWING INDEX' ON G0.1 MUST BE READ IN
CONJUNCTION WITH THIS DRAWING FOR COMPLETE INFORMATION.

3. CONFIRM WITH ARCHITECT THAT THESE DRAWINGS ARE THE MOST CURRENT ISSUE
BEFORE BEGINNING LAYOUT AND CONSTRUCTION.

4. CONTRACTOR MUST GIVE ARCHITECT (4) WORKING DAYS NOTICE TO REVIEW
PARTITIONS, FLOOR OUTLETS AND FURNITURE PANEL SYSTEM LAYOUT AT 'CHALK
LINE' STAGE. TRACK AND STUD WORK SHALL NOT BEGIN BEFORE ARCHITECT HAS
REVIEWED ENTIRE LAYOUT

5. FOR DOOR AND HARDWARE INFORMATION REFER TO SHEET A13.3

6. RATED PARTITIONS TO BE CONTINUOUS OVER DOOR OPENINGS.

7. INTERIOR DETAILS ARE KEYED TO THE PLANS AT TYPICAL LOCATIONS. THE DETAILS
APPLY TO ALL LOCATIONS THAT ARE NOT KEYED 
 IN AN AREA OF THE SAME
CONSTRUCTION AND SCOPE OF WORK. THE CONTRACTOR AND SUBCONTRACTORS
ARE RESPONSIBLE TO COORDINATE THE LOCATION OF ALL TYPICAL DETAILS AND
INSTALL THE WORK INDICATED. IF DISCREPANCIES EXIST OR QUALIFICATION IS
REQUIRED THE CONTRACTOR IS TO NOTIFY THE ARCHITECT TO OBTAIN
CLARIFICATION.

8. ALL VERTICAL AND HORIZONTAL DUCTS, PIPE, CONDUIT, ETC. (WHETHER SHOWN OR
NOT) IN FINISHED ROOMS SHALL BE FURRED IN AND FINISHED TO MATCH ADJACENT
FINISHED SURFACES AND ANY REQUIRED WALL OR CEILING RATINGS.

PARTITION PLAN LEGEND

DOOR OPENING SHALL BE 6" FROM CORNER
UNLESS OTHERWISE NOTED

WALL TYPES LEGEND

G6F
GENERAL NON
RATED
FULL HEIGHT PARTITION
(SEE DETAIL ON 13.2)

1G6

2G6

1
HOUR FIRE RATED PARTITION

2
HOUR FIRE RATED PARTITION

(SEE DETAIL ON 13.2)

1G6A
1
HOUR FIRE RATED
ACOUSTIC PARTITION
(SEE DETAIL ON 13.2)

(SEE DETAIL ON 13.2)

2G6A
2
HOUR FIRE RATED
ACOUSTIC PARTITION
(SEE DETAIL ON 13.2)

2S6
2
HOUR FIRE RATED SHAFT
(SEE DETAIL ON 13.2)

2M8
2
HOUR FIRE RATED CMU WALL

2MG
2
HOUR FIRE RATED CMU WALL WITH
GWB & INSULATION
(SEE DETAIL ON 13.2)

(SEE DETAIL ON 13.2)

M8
8" CMU WALL NON
RATED

(SEE DETAIL ON 13.2)

MG
8" CMU WALL NON
RATED INSULATED WITH
METAL STUDS & GWB BY TENANT

(SEE DETAIL ON 13.2)

3M8
3 HOUR FIRE RATED 8" CMU

(SEE DETAIL ON 13.2)

2S6G
2
HOUR FIRE RATED SHAFT
(SEE DETAIL ON 13.2)

G6A
ACOUSTICAL NON
RATED
FULL HEIGHT PARTITION
(SEE DETAIL ON 13.2)

G6
NON
RATED
FULL HEIGHT PARTITION
(SEE DETAIL ON 13.2)

2SC
2
HR U.L. FIRE RATED SHAFT CEILING
U.L. DESIGNATION # U438
(SEE DETAIL ON 13.2)
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Somerville, MA
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 QUANTITY 5
TO BE 6" DIAMETER CONCRETE FILLED PAINTED STEEL PIPE. 3'6" ABOVE GRADE AND 4'
0"
BELOW GRADE. EMBEDDED ION 12" HIGH X 12" WIDE CONCRETE FOOTING
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CONSTRUCTION PLAN NOTES

1. REFER TO GENERAL CONDITIONS, SPECIFICATIONS AND SCHEDULES FOR ALL WORK.

2. DRAWINGS LISTED UNDER 'DRAWING INDEX' ON G0.1 MUST BE READ IN
CONJUNCTION WITH THIS DRAWING FOR COMPLETE INFORMATION.

3. CONFIRM WITH ARCHITECT THAT THESE DRAWINGS ARE THE MOST CURRENT ISSUE
BEFORE BEGINNING LAYOUT AND CONSTRUCTION.

4. CONTRACTOR MUST GIVE ARCHITECT (4) WORKING DAYS NOTICE TO REVIEW
PARTITIONS, FLOOR OUTLETS AND FURNITURE PANEL SYSTEM LAYOUT AT 'CHALK
LINE' STAGE. TRACK AND STUD WORK SHALL NOT BEGIN BEFORE ARCHITECT HAS
REVIEWED ENTIRE LAYOUT

5. FOR DOOR AND HARDWARE INFORMATION REFER TO SHEET A13.3

6. RATED PARTITIONS TO BE CONTINUOUS OVER DOOR OPENINGS.

7. INTERIOR DETAILS ARE KEYED TO THE PLANS AT TYPICAL LOCATIONS. THE DETAILS
APPLY TO ALL LOCATIONS THAT ARE NOT KEYED � IN AN AREA OF THE SAME
CONSTRUCTION AND SCOPE OF WORK. THE CONTRACTOR AND SUBCONTRACTORS
ARE RESPONSIBLE TO COORDINATE THE LOCATION OF ALL TYPICAL DETAILS AND
INSTALL THE WORK INDICATED. IF DISCREPANCIES EXIST OR QUALIFICATION IS
REQUIRED THE CONTRACTOR IS TO NOTIFY THE ARCHITECT TO OBTAIN
CLARIFICATION.

8. ALL VERTICAL AND HORIZONTAL DUCTS, PIPE, CONDUIT, ETC. (WHETHER SHOWN OR
NOT) IN FINISHED ROOMS SHALL BE FURRED IN AND FINISHED TO MATCH ADJACENT
FINISHED SURFACES AND ANY REQUIRED WALL OR CEILING RATINGS.

PARTITION PLAN LEGEND

DOOR OPENING SHALL BE 6" FROM CORNER
UNLESS OTHERWISE NOTED

WALL TYPES LEGEND

G6F
GENERAL NON�RATED
FULL HEIGHT PARTITION
(SEE DETAIL ON 13.2)

1G6

2G6

1�HOUR FIRE RATED PARTITION

2�HOUR FIRE RATED PARTITION

(SEE DETAIL ON 13.2)

1G6A
1�HOUR FIRE RATED
ACOUSTIC PARTITION
(SEE DETAIL ON 13.2)

(SEE DETAIL ON 13.2)

2G6A
2�HOUR FIRE RATED
ACOUSTIC PARTITION
(SEE DETAIL ON 13.2)

2S6
2�HOUR FIRE RATED SHAFT
(SEE DETAIL ON 13.2)

2M8
2�HOUR FIRE RATED CMU WALL

2MG
2�HOUR FIRE RATED CMU WALL WITH
GWB & INSULATION
(SEE DETAIL ON 13.2)

(SEE DETAIL ON 13.2)

M8
8" CMU WALL NON�RATED

(SEE DETAIL ON 13.2)

MG
8" CMU WALL NON�RATED INSULATED WITH
METAL STUDS & GWB BY TENANT

(SEE DETAIL ON 13.2)

3M8
3 HOUR FIRE RATED 8" CMU

(SEE DETAIL ON 13.2)

2S6G
2�HOUR FIRE RATED SHAFT
(SEE DETAIL ON 13.2)

G6A
ACOUSTICAL NON�RATED
FULL HEIGHT PARTITION
(SEE DETAIL ON 13.2)

G6
NON�RATED
FULL HEIGHT PARTITION
(SEE DETAIL ON 13.2)

2SC
2�HR U.L. FIRE RATED SHAFT CEILING
U.L. DESIGNATION # U438
(SEE DETAIL ON 13.2)
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   #   DENOTES NUMBER OF PARKING SPACES IN A ROW AT 9'�0" WIDE X 18'�0" LONG

No. Date Description By
1 08/27/12 Bulletin 005

2 12/14/12 Bulletin 017

3 02/14/13 Bulletin 024

4 02/27/13 Bulletin 017A

5 03/07/13 Bulletin 021
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LEVEL P2: 110

STANDARD: 106
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STANDARD

CINEMA ESCALATORS

NOTE A:
PROVIDE SMOKE GUARD
MODEL 600 INTEGRATED INTO
FRAME AT EACH LEVEL
SERVED FOR ELEVATORS 1,2 &
5.
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SAFETY YELLOW. TYP.

30" TALL STEEL CORNER
GUARD, BOLTED TO FLOOR
PAINTED SAFETY YELLOW

FUTURE SCREEN WALL
ENCLOSURE BY OTHERS

FUTURE SCREEN WALL
ENCLOSURE BY OTHERS

30" TALL STEEL CORNER
GUARD, BOLTED TO FLOOR
PAINTED SAFETY YELLOW
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CONSTRUCTION PLAN NOTES

1. REFER TO GENERAL CONDITIONS, SPECIFICATIONS AND SCHEDULES FOR ALL WORK.

2. DRAWINGS LISTED UNDER 'DRAWING INDEX' ON G0.1 MUST BE READ IN
CONJUNCTION WITH THIS DRAWING FOR COMPLETE INFORMATION.

3. CONFIRM WITH ARCHITECT THAT THESE DRAWINGS ARE THE MOST CURRENT ISSUE
BEFORE BEGINNING LAYOUT AND CONSTRUCTION.

4. CONTRACTOR MUST GIVE ARCHITECT (4) WORKING DAYS NOTICE TO REVIEW
PARTITIONS, FLOOR OUTLETS AND FURNITURE PANEL SYSTEM LAYOUT AT 'CHALK
LINE' STAGE. TRACK AND STUD WORK SHALL NOT BEGIN BEFORE ARCHITECT HAS
REVIEWED ENTIRE LAYOUT

5. FOR DOOR AND HARDWARE INFORMATION REFER TO SHEET A13.3

6. RATED PARTITIONS TO BE CONTINUOUS OVER DOOR OPENINGS.

7. INTERIOR DETAILS ARE KEYED TO THE PLANS AT TYPICAL LOCATIONS. THE DETAILS
APPLY TO ALL LOCATIONS THAT ARE NOT KEYED � IN AN AREA OF THE SAME
CONSTRUCTION AND SCOPE OF WORK. THE CONTRACTOR AND SUBCONTRACTORS
ARE RESPONSIBLE TO COORDINATE THE LOCATION OF ALL TYPICAL DETAILS AND
INSTALL THE WORK INDICATED. IF DISCREPANCIES EXIST OR QUALIFICATION IS
REQUIRED THE CONTRACTOR IS TO NOTIFY THE ARCHITECT TO OBTAIN
CLARIFICATION.

8. ALL VERTICAL AND HORIZONTAL DUCTS, PIPE, CONDUIT, ETC. (WHETHER SHOWN OR
NOT) IN FINISHED ROOMS SHALL BE FURRED IN AND FINISHED TO MATCH ADJACENT
FINISHED SURFACES AND ANY REQUIRED WALL OR CEILING RATINGS.

PARTITION PLAN LEGEND

DOOR OPENING SHALL BE 6" FROM CORNER
UNLESS OTHERWISE NOTED

WALL TYPES LEGEND

G6F
GENERAL NON�RATED
FULL HEIGHT PARTITION
(SEE DETAIL ON 13.2)

1G6

2G6

1�HOUR FIRE RATED PARTITION

2�HOUR FIRE RATED PARTITION

(SEE DETAIL ON 13.2)

1G6A
1�HOUR FIRE RATED
ACOUSTIC PARTITION
(SEE DETAIL ON 13.2)

(SEE DETAIL ON 13.2)

2G6A
2�HOUR FIRE RATED
ACOUSTIC PARTITION
(SEE DETAIL ON 13.2)

2S6
2�HOUR FIRE RATED SHAFT
(SEE DETAIL ON 13.2)

2M8
2�HOUR FIRE RATED CMU WALL

2MG
2�HOUR FIRE RATED CMU WALL WITH
GWB & INSULATION
(SEE DETAIL ON 13.2)

(SEE DETAIL ON 13.2)

M8
8" CMU WALL NON�RATED

(SEE DETAIL ON 13.2)

MG
8" CMU WALL NON�RATED INSULATED WITH
METAL STUDS & GWB BY TENANT

(SEE DETAIL ON 13.2)

3M8
3 HOUR FIRE RATED 8" CMU

(SEE DETAIL ON 13.2)

2S6G
2�HOUR FIRE RATED SHAFT
(SEE DETAIL ON 13.2)

G6A
ACOUSTICAL NON�RATED
FULL HEIGHT PARTITION
(SEE DETAIL ON 13.2)

G6
NON�RATED
FULL HEIGHT PARTITION
(SEE DETAIL ON 13.2)

2SC
2�HR U.L. FIRE RATED SHAFT CEILING
U.L. DESIGNATION # U438
(SEE DETAIL ON 13.2)
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   #   DENOTES NUMBER OF PARKING SPACES IN A ROW AT 9'�0" WIDE X 18'�0" LONG

No. Date Description By
1 08/27/12 Bulletin 005

2 12/14/12 Bulletin 017

3 03/07/13 Bulletin 021
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